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AT 1inch = 20 ft.

CONTRACTOR TO INSTALL A STAINLESS STEEL 8"X8"X6"

TAPPING SADDLE AND GATE VALVE. THE TAP OF THE

EXISTING 8" WATER MAIN SHALL BE OBSERVED BY THE

ENGINEER AND DCWD PERSONNEL. THE CONTRACTOR
SHALL WORK ALONG WITH THE DCWD TO NOTIFY
RESIDENTS OF WATER UTILITY CLOSURES AND BOIL \

NOTICES. THE CONTRACTOR SHALL NOTIFY THE DCWD OF
THE INTENT TO TAP AND COCRDINATE SCHEDULES.

NOTE:

THE DATA GIVEN ON THESE PLANS IS BELIEVED
TO BE ACCURATE, BUT THE ACCURACY IS NOT
\ GUARANTEED. THE CONTRACTOR IS RESPONSIBLE

FOR VERIFYING ALL LEVELS, LOCATIONS, TYPES,
AND DIMENSIONS OF THE EXISTING UTILITIES
IF A DISCREPANCY

CONTRACTOR TO INSTALL 1” WATER
SERVICE TO ACT AS A DRAINAGE

PRIOR TO CONSTRUCTION.

S FONIOR R THE ABANDONED 6" PIPE IS FOUND, WORK SHALL CEASE AND THE ENGINEER
e e . NOTIFIED. WORK MAY CONTINUE UPON ENGINEERS
INSTALL: — NOTICE TO PROCEED.
’ (1) 6" TEE CONTRACTOR TO MAKE CONNECTION TO
(1) 6" GV & VALVE BOX EXISTING 6” WATER MAIN. CONNECTION
(1) 6" BLIND FLANGE STYLE PLUG APPEARS TO BE ABLE TO BE MADE WITH

A 11.25° FITTING. THE CONNECTION MAY
TAKE MULTIPLE FITTINGS. CONTRACTOR
MUST FIELD VERIFY BEFORE ORDERING
FITTINGS. THE TOWN SHALL NOT BE
RESPONSIBLE FOR RESTOCKING FEES. \

NEW 6" SDR 21 (CL200)
PVC WATERMAIN

BEFORE YOU DIG !

CONTRACTOR TO COORDINATE

ONE CALL

ZQNN\_\N CONNECTION WITH DCWD.
| CALL TOLL FREE
| m_ ) 1-800-632-4949
: pRI NORTH CAROLINA

LEGEND

+ 3305

+ 330
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EXISTING ELEVATION(+.03") © TELEVISION PEDESTAL
EXISTING ELEVATION(+.05’) & MAIL BOX
CONCRETE MONUMENT n*_ TRAFFIC SIGN
IRON ROD/PIPE O LIGHT POLE
WATER METER _——_—— R/W
WATER VALVE YTYTY YN VEGETATION LIMITS
TELEPHONE PEDESTAL
TREE
EXISTING ASPHALT
EXISTING CONTOURS
PROPOSED ASPHALT
_ — APPROX. LOCATION OF POWER UTILITY LINE
PROPOSED CONCRETE PVVVVVVV VYV APPROX. LOCATION OF CABLE UTILITY LINE
|||||||||||| APPROX. LOCATION OF PHONE UTILITY LINE

PROPOSED ABC

PROPOSED CONTOURS

PROPOSED N—12 SOLID WALL PIPE

PROPOSED RIPRAP

PROPOSED ROLL-BACK CURB

PROP. EL. SHOT

FOR USE IN PAVED AREAS

FOR USE IN UNPAVED AREAS
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18” x 18" x 6” THICK
/" 1/2" CONCRETE PAD

CAST IN PLACE

OR PRECAST
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, CAST IRON
\l VALVE BOX

MECHANICAL JOINT
GATE VALVE

, PLLC
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CIVIL ENGINEERING SERVICES
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T S UNDISTURBED EARTH
/ . [ ] = .
@ L CONTRACTOR TO CLOSE THIS VALVE !
EMW R PRIOR TO MAKING THE CONNECTION —_—
ol FROM THE NEW MAIN TO THE - —
S EXISTING MAIN. CONTRACTOR TO
JERR OB AL SR SRR P2
S . | CONTRACTOR TO CAP EXISTING
\ A e A At NG T CHOSED LINE TO BE ABANDONED.
Ll \ CONNECTION WORK. —\Q
R \ 7~ VAN
R NN NN
S _TE GRELERURLLLL
QZQ_M_V YONYINYONYS AVINVONVONY
S . o o \ ¢ N_/\m UNDISTURBED EARTH
\L v YALVES
e Hﬁ - CONCRETE THRUST BLOCK
- — =TT co PIPE_SIZE FITTING L) [HGED [ TED
T T C 2-3_ 4 TEE OR BLOCK 2.0 1.0 1.0
\_\m L o 2 - 3 - 4 90 2.0 1.5 1.0
. S 2 -3 -4 45 1.5 1.0 1.0
oE AR o \/ 2-3_ 4 22 1/2 1.0 1.0 1.0
\/E L] o - 6 TEE OR BLOCK 2.0 2.0 1.0
z _— : - 6 90 3.0 2.0 1.5
Lo O N\ 6 45 2.0 1.5 1.0
L. . W : \ \ 6 22 1/2 1.5 1.0 1.0
Lo O : . 8 TEE OR BLOCK 3.0 2.5 1.5
XD / : e e
<L S W R [ 8 22 1/2 2.0 1.5 1.0
™~ S .2 Co 12 TEE OR BLOCK 4.0 4.0 2.0
~ o G SO \ 12 90 5.0 4.5 2.5
S L 12 45 4.0 3.0 2.0
o . o 12 22 1/2 3.0 2.0 1.5
\.. . O I \ NOTE:
S oo THIS TABLE BASED ON WATER PRESSURE 150 PS
R D . SOIL BRG. 1500 #/SQ. FT. TO 2000 #/SQ. FT.

FAIRWAY DRIVE

RESTORE
DISTURBED AREAS
TO PRE CONSTRUCTION CONDITIONS
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3/4" THREADED STEEL RODS /“\///\\///\\///\\///\/N \ ARYON \/
R : R
NNV Y FINAL
. , ~ NATURAL SOIL Y < 2 BACKFILL
2 3 S s = =
v \ ©
CWATERIAL & COMPACTION ”
\'A T‘ 2" SQ — AS PER SPECIFICATIONS
PROPOSED 6 CONTRACTOR MAY USE ROMAC
DIMENSION _ _ VALVE SIZE _ _ WATERMAIN OR JCM RESTRAINERS AS APPROVED
4 6 8 10 12 Y ENGINEER AND MUST PROVIDE
A 13-3/8 | 16-3/4 | 20-3/16 | 24-1/8 | 27-1/2 1 SHOP DWGS. FOR ALL VERTICAL BENDS INITIAL
B_+.000/—.031 4.984 6.984 8.984 10.984 12.984 HEHMV g BACKFILL
C +.016 .188 .250 .250 .250 .250
< D _(FLANGED END) 4—1/2 5-1/4 5-3/4 6-1/2 7 l/lm
E (MJ_END) 5-5/8 6 6-7/8 7-3/8 | 8-5/16 _t I sq\>w_w>mmmwmmwmﬂ_oﬂ._w%x 2
= F 2-1/2 2-1/2 2-1/2 2-1/2 2-1/2 . N
NO. OF TURNS TO OPEN 13 19 26 32 38 CONCRETE THRUST COLLAR (TYP) EXCAVATED FOR BELLS —_ M_ HAUNCHING
* MAX. CUTTER DIAMETER 3-3/4 5-3/4 7-3/4 9-3/4 11-3/4 (SEE DETAIL ABOVE) N o
\W/ TYPICAL TAPPING VAIVE DETAIL O O DEPTH S REQUIRED
* - GENERAL NOTES
— AMERICAN FLOW CONTROL SERIES 2500 RESILIENT WEDGE VALVE
| | jn 1. ONCE INSTALLED AND TIGHT, THE STEEL RODS AND BOLTS SHALL BE COATED WITH 2 COATS OF BITUMINOUS BASE PAINT. — - _U__U,m_ S_mg N. TN: | ——
- F 2. CONCRETE SHALL NOT CONTACT BOLTS OR ENDS OF MECHANICAL JOINT BENDS. N. VATE|
C - =" F 3. PROVIDE SHOP DRAWINGS FOR ALL VERTICAL BENDS TRENCH WIDTH
NTS. ~nrs.

DRAWING FILE: Fairway Base.DWG
PLOT SCALE: 1"=20’

CONCRETE SUPPORT PAD
2 CUBIC FEET MIN.
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UNDISTURBED EARTH I RTR KT RN
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GATE VALVE ASSEMBLY

N.T.S.
3000 PSI CONCRETE
TRENCH
p P DIMENSION "H”
IS_HEIGHT
> 52 T PERPENDICULAR TO VIEW
NS N
NQ K
X 7 _ L
XK QL | =
N // N ooy
R X R
N
//\\ \//\\/ TYPICAL, THRUST BIOCK
SEAEAAKKS ANCHOR ROD SIZES
/\/\\/\\/\/\\/\,
PIPE SIZE ROD SIZE
UNDISTURBED EARTH 4" THRU 6" #4
8" THRU 10" #6
NOMINAL |SLEEVE 0.D. RANGE CATALOG NUMBER APPROX
PIPE SIZE (INCHES) SLEEVE BY BRANCH WEIGHT
NUMBER SIZE )
4.40 - 4.60 SST - 4.60 .
4" 470 - 490 SST - 4.90 5 FLG. 284
5.10 - 5.30 SST - 5.30 X 4 FLG. 30¢
" 6.60 — 7.00 SST - 7.00 3" FLG. 36,
6 6.90 — 7.30 SST - 7.30 X 4" FLG. 38
7.10 — 7.50 SST - 7.50 6" FLG. 45§
7.90 - 8.30 SST - 8.30 "
. 8.62 — 9.06 SST - 9.06 X 3. L8 »mm
8 9.20 - 9,80 337 - .60 e o i
9.90 — 10.30 SST - 10.30 8" FLG 66¢
3" FLG. G“
" 10.73 - 11.13 SST - 11.13 4" FLG. 48
10 11.06 — 11.45 SST - 11.45 X 6" FLG. 55¢
11.79 - 12.19 SST - 12.19 8" FLG. 704
10" FLG. sog
12.75 x 12 3" FLG. 50
12.45 ~ 1285 T -1zes 4" FLG. 52
12" 12.90 - 13.30 Ll H X 6" FLG. 60#
13.16 - 13.56 SST - _u.mo 8" FLG. 81#
13.40 — 13.80 T 8 10" FLG. 96
13.98 - 14.38 SST - 14.38 12" FLG. 143§
TR ]
15.20 — 15.60 SST - 15.60 » Flo.
14” 15.80 - 16.20 SST - 1820 X 6 Fa. w:-
16.38 - 16.78 SST - 16.78 o o
12" FLG. 1543
17.15 — 17.55 SST — 17.55 3" FLG. qmm
17.40 - 17.80 SST - 17.80 4" FLG. 80,
" 17.55 - 17.95 SST - 17.95 X 6" FLG. 85,
16 17.85 — 18.25 SST - 18.25 8" FLG. 100
18.58 — 18.98 SST - 18.98 10” FLG. 115
19.30 - 19.70 SST - 19.70 12" FLG. 172
T 7
19.80 - 20.20 SST - 20.20 » FLG.
18” 20.20 - 20.60 SST - 20.60 X m.. ﬂ.% ._o_mu*
21.00 — 21.40 SST — 21.40 B.Ae 118
12" FLG. 191
e 2
20” 31:9 - 7230 ST C 250 X 6. e, 89
22.30 - 22.70 SST - 22.70 & Fie. 94
12" FLG. 205
3" FLG. 85
23.30 — 23.70 SST - 23.70 4" FLG. 87,
24” 23.80 - 24.20 SST - 24.20 X 6" FLG. 904
25.60 — 26.00 SST - 26.00 8" FLG 1004
26.10 - 26.50 SST - 26.50 10" FLG. 145
12" FLG 230

TYPICAL TAPPING SLEEVE Umﬁﬁb

ROMAC INDUSTRIES, INC. "SST” STAINLESS STEEL TAPPING SLEEVE
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